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ALL PIPE SHALL BE PVC. PVC PIPE WITHIN A CASING TO BE C900 DR 18
(SEE PCU STANDARD DETAIL). ALL OTHER PVC PIPE TO BE SDR 21. THE
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4. PCU STANDARD WATERLINE PIPE RESTRAINING METHOD IS MJ GRIP RINGS.

SSMH—30 Wiy ! PHASE 2 \‘jﬁ AT A MINIMUM ALL FITTINGS, VALVES, ETC. MUST BE RESTRAINED. (SEE
RIM=37.87 : “1° PCU STANDARD DETAIL).
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7. AN 18 MONTH WARRANTY PERIOD APPLIES TO ALL WATERLINE
CONSTRUCTION. THIS WARRANTY PERIOD DOES OT BEGIN UNTIL FINAL
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Sanitary Sewer Pipe Data Table Sheet CU104

UPSTREAM | DOWNSTREAM
INVERT INVERT

C—900 PVC | 0.40% 26.51° 27.39°

FROM TO Length | Size | PIPE TYPE | Slope
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SSMH—46 | SSMH-46B | 159.55’ C—900 PVC | 0.40% 29.58’ 30.21°

SSMH—-45 | SSMH—-41 202.70° C—900 PVC | 0.40% 27.57 28.38’

C—900 PVC | 0.40% 25.12' 26.51°

C—900 PVC | 0.40% 23.94' 25.12°

C—900 PVC | 0.39% 26.35' 26.93
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SSMH—-39 | SSMH-38 | 128.97 C—900 PVC | 6.20% 25.94 33.93
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