Attachment 6

LERDED

Technical Review Committee Review and Response

Date: 10/13/15
‘Name:_Wyndwater Phase 2B Revision Agency: __ NCDOT
Phone: _910-346-2040 Email: __dracine@ncdot.gov

Requirements:

Recommendations:

Comments: No comments on revision North Lamplighters Walk is private.

Information Requested:

Please Follow Up Prior to Meeting: Yes/No
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Pender County Emergency Management

Occupancy: Wyndwater Phase II
Address: Wyndwater
Hampstead NC 28443

Inspection Type: TRC

Inspection Date: 10/12/2015 By: Batson, Tommy (2342)
Time In: 12:30 Time Out:  13:04
Authorized Date: 10/12/2015 By: Batson, Tommy (2342)

: R e L A S A
Requirements
Street frontage
Every lot shall abut a public street or private street approved that is at least 203€™ in width and to with stand an emergency vehicle of 80,000 Ibs.
Status: N/A
Notes:
'Dead Ends
Any dead ends 150 ft or more shall have an approved Fire Department turnaround
Status: N/A
Notes:
Cul-De-Sacs
Shall have a min, of 40t radius (DOT Approved)
Status: FAIL
Notes: 40ft radius for all Cul-De-Sacs need. Plans show only 35' of pavement
Hammer heads

Hammer head shall be a min of 60" in both direction from the center of the end of the roadway with a min. of 120" total. Alternate Hammer head will be
required to be 70" deep counting the roadway.

Status: N/A
Notes:
Median Strips
Where a sub divider elects to construct a street divided with a median strip, the one way roadway shall not be less than 10 ft width.
Status: N/A
Notes:
Street signs
Shall be installed as soon as roadways are accessible by vehicle traffic to include during construction and meet the Pender County Street Sign Specifications
Status: INFORMATION
Notes: Need to have signs up when vehicle access is completed
Alleys
Shall be a min. of 123€™ ft_ wide
Status: N/A
Notes:
Fire Hydrants

hydrant installation: 1. Fire Hydrants shall be located no more than 1,000 feet apart and at a maximum of 500 feet from any lot or unit: 2. Ea‘ch fir.e hy'cirantt
shall have a minimum main supply line as required by the provider to adequately provide the appropriate amount of pressure to the hydrant; 3. Flke1 hydrl?n s
shall be maintained by the entity supplying water thereto: and 4. Standard hydrant design (Nation Standards Thread, 4 2 Al-inch steamer, (2y2 A%inc
discharge connections, etc.) and proper maintenance shall be utilized.

Status: INFORMATION
Notes: Hydrant no more than 1000 ft apart
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Dry Hydrant
In developments with natural or manmade water sources such as ponds and/for bodies of water a dry hydrant may be required to assist in fire protection for
fire services.

Status: N/A

Notes:

Gates

Gates for any private roads shall be installed to a siren activated opener.
Status: INFORMATION
Notes: No Gates noted

'Building Heights

Building heights shall be limited to 35 ft. unless the fire districts has the proper equipment to access anything over 35 ft.
Status: INFORMATION
Notes: No Limit

Set Backs

Setback preferred to be 5 ft from the property line and if 3 ft or closer see NC Building Code Requires
Status: INFORMATION
Notes: Noted on plans to be 10" between structures

Note

Status: N/A

Total Additional Time: 0 minutes

Inspection Time: 34 minutes
Total Time: 34 minutes

Overall Result: Pending

Inspector Notes:

Name: Batson, Tommy
Rank: Fire Marshal
Mobile Phone(s):
Email(s): tbatson@pendercountync.gov

Signature Date




e  Wyhdwater Ph. Il Revision
o PCU project details will need to be updated to include the new PCU details, inclusive
of the dual meter setting which includes an irrigation service and a water service. All
current PCU details will be e-mailed to the project engineer under separate cover.

(Bryan — jump in if | misspoke on anything! MAG)

Margaret Gray

Project Manager — Pender County Utilities
605 E. Fremont St.

Burgaw, NC 28425

Office 910-259-1521 Cell 910-604-3123

mgray@pendercountync.gov



Technical Review Committee Review and Response

Date: October 12, 2015
Name: Bill McDow Agency: WMPO
Phone: (910) 341-7819 Email: bill. mcdow@wilmingtonnc.gov

Requirements: Wyndwater Phase 2 Plan Revision

L.

4.

3

The phase 2B narrative mentions an increase in the number of lots for this phase. Please
state whether the overall number of lots listed in the TIA has increased for the proposed
development and any changes to other proposed phases.

Show a proposed ROW for the section of West Craftsman Way with the sidewalk, to
show the location of the sidewalk.

The proposed Cul-De-Sac on North Lamplighters Walk has a R35’ radius. Increase the
radius to R40 to accommodate Fire, School Bus and Rescue vehicles.

The proposed drop-off and pick-up area appears to be one-way. Please provide notes,
pavement markings and signs to clarify the use of this drop-off area on the site plan.
Previous comments for Phase 2 are still in place.

Recommendations:

i

2,

Provide an all-weather surface from the subdivision streets to the proposed lift station and
wet detention basin.

The site plan, C-3, shows a curb transition detail. Is this detail designed to give
additional details for the pavement transition from ribbon pavement to curb and gutter
pavement?

3. Please provide a standard driveway detail on the site plan.

5.

Access to the sidewalk and 5° Mulch Multi-use path will require connection points.
Please ensure the ditch and adjacent to the 6’ grass shoulder do not prevent access to
these pedestrian facilities. If pedestrian bridges or walkways are used to cross the ditch
or shoulder, please provide details on these connection points.

Show proposed signs, including Stop Signs, Yield Signs and other regulatory signs.

Comments:

Information Requested: No

Please Follow Up Prior to Meeting: Yes/ No








